Measurement of bacterial and fungal air counts in two bone marrow transplant units.
We evaluated air contamination with bacteria and fungi in a transplantation unit, successively housed in two buildings. Bacterial air contamination was least in laminar air flow rooms, and reduced in ultraclean air rooms in comparison with conventional rooms. Similar results were obtained with culture of air for fungi.